SEE SEWER TRENCH DETAIL FOR SEWER MAIN AND SERVICE BEDDING DETAILS

R-0-W LINE, PROPERTY LINE OR EASEMENT BOUNDARY

SEE NOTE 2

30° SDR 35 PVC SWEEP FITTING

DISTANCE TO VARY WITH DEPTH OF SEWER

TEMPORARY PLUG

SEWER MAIN

45°

SLOPE 1/4"/FT. UNLESS OTHERWISE NOTED

SDR 35 PVC WYE

NOTES:

1. ALL SANITARY SEWER SERVICE PIPING WITHIN THE TOWN RIGHT OF WAY SHALL BE 6" SDR 35 PVC.

2. ALL CONNECTIONS TO THE NEW SERVICE SHALL BE WITH SDR 35 PVC FITTINGS OR APPROVED EQUAL FERNCO STYLE FLEXIBLE COUPLINGS SHALL NOT BE USED.

3. ALL WORK SHALL CONFORM TO THESE SPECIFICATIONS AND DETAIL 300.04, SANITARY SEWER TRENCH (GRAVITY).